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CLIENT APPD
INDIAN INSTITUTE OF TECHNOLOGY, MADRAS SCALE REF | NTS o0 REV.00
CONTRACTOR PANEL :- MAIN PANEL (at Ground floor) pwN |verfi1.10.12 SHT - 01/01
PROJECT Rearranging the Main panel DBs and provision of AMF panel for )
63 kVA DG set at Vindhya mess in IIT Madras. DRG NO :-




